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 Corridor is at least six feet wide  
 ABHR does not exceed 95% alcohol 
 Maximum individual dispenser capacity is 0.32 gallon of fluid (0.53 gallon in suites) or 18 

ounces of NFPA Level 1-classified aerosols 
 Dispensers have a minimum of four-feet horizontal spacing between them 
 Dispensers are not installed within one inch of an ignition source 
 If floor is carpeted, the building is fully sprinkler protected 
 Operation of the dispenser complies with NFPA 101-2012: 18/19.3.2.6(11) 
 ABHR is protected against inappropriate access  
 Not more than an aggregate of 10 gallons of fluid or 135 ounces of aerosol are used in a 

single smoke compartment outside a storage cabinet, excluding one individual dispenser per 
room 

 Storing more than five gallons of fluid in a single smoke compartment complies with NFPA 30 

 
* Life Safety CodeÈ is a registered trademark of the National Fire Protection Association, Quincy, MA. 


